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DRAWING INDEX March 30, 2015 :
CODE INFORMATION:
1-X0 COVER SHEET
DESIGN CODES:
- | |
2012 Life Safety Code, 2012 IBC 1-X1 GENERAL INFORMATION
OCCUPANCY,USE GROUP: 1-MEO SYMBOLS AND NOTES
Health Care, I-2 1-ME1 MECHANICAL KEY PLANS
FIRE SUPPRESSION: Fully Sprinklered 1-ME2 TEMPERATURE CONTROLS -
TRAVEL DISTANCES: (LSC 18.2.6) 1-ME3 PARTIAL BASEMENT FLOOR PLAN
Room Remote Point to Exit: 200 1-ME4A PARTIAL FIRST FLOOR PLANS - AREA A
Exit Access door to Exit: 150 1-ME4B PARTIAL FIRST FLOOR PLANS - AREASB & C
TYPE OF CONSTRUCTION: (LSC A.8.2.1.2) 1-ME5A PARTIAL SECOND FLOOR PLAN - AREA A
Type 1 -332 1-ME5B PARTIAL SECOND FLOOR PLAN - AREA B
STRUCTURAL COLUMNS: (LSC A.8.2.1.2) 1-ME6 FOURTH FLOOR PLAN
3 Hours - Supporting more than 1 floor 1-MEB-ALT1 DEDUCT ALTERNATE 1 - FOURTH FLOOR PLAN
2 Hours - Supporting one floor only 1-MEB-ALT2 DEDUCT ALTERNATE 2 - FOURTH FLOOR PLAN o
2 Hours - Supporting roof only 1-ME7 FIFTH FLOOR PLAN
FLOOR - CEILING ASSEMBLIES: (LSC A.8.2.1.2)
2 Hours 1-E1 ELECTRICAL LEGEND AND DETAILS
ROOF - CEILING ASSEMBLIES: (LSC A.8.2.1.2) 1-E2 PARTIAL BASEMENT FLOOR ELECTRICAL PLAN
14 Hours 1-E3A PARTIAL FIRST FLOOR AREA A AND B ELECTRICAL PLAN
EXTERIOR BEARING WALLS: (LSC A.8.2.1.2) 1-E3B PARTIAL FIRST FLOOR AREA C AND D ELECTRICAL PLAN
3 Hours 1-E4A PARTIAL SECOND FLOOR AREA A ELECTRICAL PLAN
INTERIOR BEARING WALLS: (LSC A.8.2.1.2) 1-E4B PARTIAL SECOND FLOOR AREA B ELECTRICAL PLAN .
3 Hours 1-E5 FOURTH FLOOR ELECTRICAL PLAN - BASE BID
INTERIOR NONBEARING WALLS: (LSC A.8.2.1.2) 1-E5-ALT1 FOURTH FLOOR ELECTRICAL PLAN - DEDUCT ALTERNATE 1
0 Hour 1-E5-ALT2 FOURTH FLOOR ELECTRICAL PLAN - DEDUCT ALTERNATE 2
EXIT ENCLOSURES (LSC 7.1.3.2.1) 1-E6 FIFTH FLOOR ELECTRICAL PLAN
Existing: 1 Hour - o
SHAFT ENCLOSURES (LSC 8.6.5) 128z 8lIE B|=
4 Stories or more: 2 Hours | B/|BEB|5 & =8| 8 B
o | ’Eu%“%m@\‘%ﬂzﬂ‘ o oL
Less than 4 stories: 1 Hour L LJ S omg | L - . w
SMOKE BARRIERS: (LSC 18.3.7.4) ) m pigoogoop 2 |3 omwonnnosty
1 Hour ,‘\5‘,“";0‘"’/ ‘ —o ) 4 /‘ - ui-D (= ] DD£ C
EXIT ACCESS CORRIDORS: (LSC 8.3.6.2.2) y | | (= ~ 00 OB
0 Hour, Smoke Partitions A\ ‘w | | Tk \Ldt™ g
SUITE WALLS: (18.2.5.6.1.2) A\ I et D", S 2Og || o
0 Hour, Smoke Partitions %‘x N / = o AL AT e Il
HAZARDOUS AREA PROTECTION (LSC 18.3.2.1) 1) NN /) — Elr —er. ) o e
Storage rooms larger than 100 sf: 1 Hour ~| o0\ \\ \ VAMC/JHJ' by —
. . . \“ \\ | F\ //fi' J \:
|\ | = A — RN
Fredrick, Fredrick & Heller Engineers, Inc.
Mechanical & Electrical Engineer 672 East Royalton Road, Broadview Heights, Ohio 44147 - N Y !\/,\”’// J)
2\ \ — ) (\/ P/
“ “ m U / U ; N ) //// /
e e “ \ H/
1 \ "
Vo AW ! | =N
\ : EE / -
\ . { | ‘ /
/ | : L
H \ Colad ||
N MLE A
—) \ o \ ‘ \\\\\ U
o DT O\ ?\
. %‘ ‘\ \ | \\
= W \\ o
Al N
KEY PLAN NORTH
FF&H Job No.: 13036
APPROVALS DATE APPROVALS DATE APPROVALS DATE Drawing Til Project Tile pate _
COVER SHEET CONVERT PNEUMATIC 03-30-15 Office of
DIRECTOR 00 CHIEF Planning and Construction FACILITY MANAGER VAV BOXES TO DDC Project No. Fac“Itles
CONTROL 541-15-202 Management
ASSOCIATE DIRECTOR 00A (B) CHIEF, Occupational Health & Safety SHOP FOREMAN 138 Approved: Division Chief Bu":ing Number Chei:;: Dra\EBH DRAWING NO.
Approved: Service Director Location 1 -XO Department of
Revisions CHIEF, ENGINEERING 138 CHIEF, IRM 10701 EAST BLVD. CLEVELAND, OHIO Dwg. Of Veterans:Affairs

VA FORM 08-6231, FEB. 1983

¥ U.S. GOVERNMENT PRINTING OFFICE: 1983-400-285
8 | 9 |



